### A14.1 Elevator Telephones

**General**: Designers shall include this diagram on the Contract Documents, to help clarify the responsible parties for various parts of these systems. Edit as necessary to identify specific room numbers and elevator numbers for the specific project.

1. **Elevator Contractor** shall provide and install the telecommunications cable from the elevator car to the elevator equipment room and modify or add a control panel that is capable of accepting this device. The **Elevator Contractor** shall install a KU-IT-provided data station/patch cable from the elevator panel to the NTS-provided phone jackvoice outlet in the single gang box noted above.

2. **KU-IT** shall provide all interior wiring and connections in this line. (ref. note #2)

3. **KU-IT** will install Jack voice outlet and line cabling from the telephone telecom panel to J-box.

---

End of Document • G:\STAFF\Design\Stds\Div-14_Conveying Equipment\2-Revisions in Progress\Div-14-A1_Elev-Phones_2012-11-20-FINAL.doc

---

Revision Date: October November 20, 2012